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FOREWORD

The work leading to this report originated as a result of the desire
to find a relatively simple method to describe an aircraft-fuel fire en-
vironment for use in both a priori analyses and experimental studies of
the vulnerability of nuclear weapons to fire. The data ana-conclusions
presented in this report portray the temperature distribution within an
aircraft-fuel fire with sufficient accuracy to enable this information
to be useful to engineers and applied physicists studying the vulner-
ability of nuclear weapons to fire as well as to other individuals who
may be concerned with the environment created by burning aircraft fuel.

It is planned to continue this analysis using data generated by other
tests conducted by the Navy and data from tests conducted by other organ-
izations.

Work on this report was done under Bureau of Naval Weapons WEPTASK
RRNU-AC-105/223-1/F008-11-003.

I .
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ABSTRACT

A relatively simple picture of the temperature distribu-
tion within 100/130-octane aviation gasoline and JP-4 avia-
tion fuel fires is presented. JP-4 aviation fuel burns with
a slightly hotter flame temperature than 100/130-octane avia-
tion gasoline. The point of hottest temperature within the
fire is in the center between 30 and 50 inches above the sur-
face of the fuel. The interior of the fire is hotter than
the edges at all heights 18 inches or greater above the fuel
surface. At 6 inches above the fuel surface, the edges of
the fire are hotter than the interior. No relationship be-
tween the temperature of the fire and the time it has burned
was found.

At
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INTRODUCTION

To be able to predict the temperature-time history within a nuclear
weapon engulfed by an aircraft-fuel fire, it is necessary to have both
an accurate, or at least a realistic, mathematical model of the weapon
and a knowledge of the mechanism(s) by which heat is transferred from
the fire to the weapon. Once known, its mathematical formulation will
become one of the boundary conditions for solving the differential heat
conduction equation, which in turn describes the temperature-time history
for the interior of the weapon. However, even after the mathematical
formulation of the boundary condition has been made, it is still necessary
to know the temperature of the fire before one can begin to solve the
heat-transfer equation. Because of the many complex variables that influ-
ence the flame temperature of a fire, no mathematical model will exactly
describe the flame temperature.

The study of large, open, aircraft-fuel fires has been conducted

predominantly to determine this environment for use in studying the
vulnerability of nuclear weapons to f ire. Only Armour Research Founda-
tion, Sandia Corporation, and this command have investigated the fire
environment.

Heat is transferred from a fire to an object engulfed in the flames
both by radiation and by convection. According to Takata, about 95 per
cent of the heat flow from a fire to an item engulfed by flames is re-

ceived from the flames within a distance of two feet of the object being
heated.1  Since an aircraft-fuel fire has a luminous flame, it is more
convenient to speak of the fire temperature, which can be considered the
average flame temperature around the point being considered rather than
the actual flame temperature at that point. It is also helpful to use
the concept of average flame temperature because the size of the carbon
particles formed in flames may vary widely according to the type of flame,
usually between the limits 100 to 2,000 A. Thus, the emissivity is likely
to vary rather markedly with wave length. The emissivity of a flame and
the particles that it contains may differ; as the flame becomes larger,
self-absorption will become important, and the emissivity will approach
closer to that of a black body.

2

1 Armour Research Foundation. Factors Affecting the Vulnerability

of Atomic Weapons to Fire (U), by A. N. Takata. Chicago, ARF, October
1957. (AFSWP Report 1060), SECRET RESTRICTED DATA.

2
Gaydon, A. G. and H. G. Wolfhard. Flames, Their Structure, Radia-

tion, and Temperature, 2nd Ed. Revised, London, Chapman and Hall Ltd.,
1960, p. 23.

(1
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When heat is transferred from a fire by radiation only, the amount

of heat transferred is a function of the flame temperature. If all the
incandescent particles in the fire can be considered to be black bodies,
the heat radiation (q) from any one particle is equal to aT4 , where Tp is
the temperature of the particle in degrees absolute and a is the Stefan-
Boltzman constant in the appropriate units. If, for purposes of analysis,
the total heat radiated from the fire can be considered to be the sum of
each individual quanta of heat, each quanta being different for each in-
candescent particle with a different temperature, then qtot-l= EoT4. Thus,
when we speak of an average flame temperature, we mean the ?ourth root of
the mean of the sum of the fourth power of each individual flame temper-
ature. If heat is also transferred to the item being heated by means
other than radiation (usually convection) and if radiation is still as-
sumed to be the only mechanism by which heat is transferred, the average
flame temperature will be a larger value than the fourth root of the mean
of the sum of the fourth power of the temperature of each individual
particle.

When experimentally determining the vulnerability of nuclear weapons

to fire, the weapon is usually suspended in the flames from an overhead
support by its lugs, or mounted on pedestals within the flames. (All of
the Navy bombs tested to determine their vulnerability to fire have been
suspended in the flames.) The method of suspension is to attach the lugs
by which the bomb is secured to the aircraft pylon to supports that are
attached to a large A-frame, as depicted in Fig. 1. In order to ensure
that the bomb or other weapon being tested is placed in the hottest por-
tion of the fire, it is necessary to know the temperature distribution
within the fire. Results of tests conducted to determine this informa-
tion are presented below.

TEST DESCRIPTION

A 12- by 24-foot fuel pan was placed under the A-frame. A grid was
placed above the fuel pan and was supported from the A-frame. It had
vertical rods (henceforth called "legs") suspended from it. The legs
were spaced 42 inches apart on the 12-foot axis of the fuel pan and 54
inches apart on the 24-foot axis of the fuel pan. Along each leg were
placed six thermocouples, spaced so that the thermocouple beads were at
levels of 6, 12, 30, 42, 54, and 66 inches above the level of the fuel
surface. The entire grid, the legs, and the A-frame were insulated with
Eagle-Pilcher cement and asbestos wrappings until only the thermocouple
leads were exposed (Fig. 2 and 3). Water was pumped into the fuel pan
and the desired amount of fuel was pumped on top of the water. The
quantity of water placed in the fuel pan was adjusted so as to place the
thermocouple beads the desired height above the initial fuel surface.
During the period of burning, water was pumped into the fuel pan to main-
tain the distances between the fuel surface and the thermocouple beads.
Table 1 is a list of the various tests conducted.

2
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FIG. 1. Test Stand for Fire Vulnerability Testing.

TABLE 1. Tests Conducted

Burn Type of Quantity of fuel,
number fuel gallons

I Aviation gasoline 800
2 Aviation gasoline I ,200
3 JP-4 800
4 JP-4 800
5 a  JP-5 800,

aBurn Number 5 contained a solid steel cylinder, 18 inches in

diameter and 108 inches long, supported with its centerline
30 ipches above the fuel surface in the center of the pan.
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FIG. 2. Twelve Foot Axis of Test Stand and "Legs".

ANALYSIS OF THE DATA

Because of the turbulence of the fire and the corresponding rapid
motion of the incandescent particles within the flames, very rapid changes
in the average fire temperature occurred. Because of the rapid response
of the thermocouple bead, these very rapid changes in the average fire
temperature were measured and recorded. Fig. 4 is a representative
picture of the temperature-time data obtained from one thermocouple
during one of the tests. Because of the large deviance in the temper-
atures, as monitored by the thermocouples, the data was analyzed as fol-
lows. The thermocouples on the legs on the outer periphery of the grid
were designated as OUTER and the remaining ones as INNER. Then the data
was divided into subgroups. Each subgroup consisted of all the measure-
ments in the INNER or OUTER designation for one level for one test. For

4 4
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FIG. 3. Twenty-four Foot Axis of Test Stand and "Legs".

each subgroup, the mean, the variance (standard deviation squared), the
standard deviation, the fourth root of the fourth moment (average of the
fourth power of each temperature reading), and the number of measurements
lying in specified intervals of 100 Fahrenheit degrees were computed on
a CDC-1604 computer. The Appendix is a tabulation of all this data.

The data from the tests were analyzed to determine the following
information.

1. Is there a significant variation in the average flame tempera-
ture when comparing JP-4 aviation fuel to 100/130-octane aviation
gasoline?

2. Is there a significant variation in the average flame tempera-
ture when different quantities of fuel are burned?

3. Is there a significant variation in the average flame tempera-
ture between and within levels?

5
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4. Is there a significant variation in the average flame temperature
between tests conducted with and without a shape suspended in the flames?

5. Is there a significant variation in the average flame temperature
between and within levels with respect to time?

COMPARISON BETWEEN FUELS

Data from five tests, two conducted with aviation gasoline and thrLe
with JP-4, were analyzed. The data indicate that JP-4 burns with a
higher temperature than aviation gasoline, as can be seen in Table 2.

Because of the large standard deviation, no conclusive statement
concerning the significance of the difference in temperatures can be
made at present. However, based on these five tests, it can be stated
that up to a height of about four feet above the fuel surface, the INNER
portion of a JP-4 fuel fire is between 200 and 300 Fahrenheit degrees
hotter than the corresponding volume of an aviation-fuel fire.

In addition, if each individual data point is assumed to represent
a flame temperature from the time of that data point until the time the
next data pt.t is taken, a comparison of the number of data points
above any specified temperature for JP-4 and aviation gasoline should
show which fuel burned hotter. This data is shown in Table 3, and, as
can be seen, for all temperatures except those above 2,000 and 2,500°F
in test 3, JP-4 had a higher percentage of observations above a speci-
fied temperature than did aviation gasoline.

7
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TABLE 3. Percentage of Observations Greater than Specified Temperatures

100/130-octane
aviation JP-4

* gasoline
Temperature, Test 1 Test 2 Test 3 Test 4 Test 5

0 100.0 100.0 100.0 100.0 100.0

500 77.6 72.5 86.0 85.7 88.2

1,000 43.7 41.2 45.5 44.7 50.5

1,500 17.3 17.9 16.9 20.7 20.7

2,000 0.2 0.4 0 1.9 3.3

2,500 0 0 0 0.01 0.5

COMPARISON BETWEEN DIFFERENT QUANTITIES OF FUEL

In tests 1 and 2, 800 and 1,200 gallons of aviation gasoline, respec-

tively, were burned. Comparison of the means, presented in Table 4, for
the two tests at the various levels shows no appreciable difference in

temperature. In addition, comparison of the percentage of observations

above a specified temperature in columns 1 and 2 of Table 3 shows no

appreciable difference. Thus, it can be concluded that the quantity of
fuel had no effect upon the average fire temperature.

TABLE 4. Comparison of Fire Temperatures for Different

Quantities of Aviation Gas

Mean fire temperature for different
Quantity Location heights above the fuel
of fuel, of thermo- Level

gallons couples 6" 18" 30" 42" 54" 66"

800 INNER 752 1,073 1,363 1,287 1,251 1,324

OUTER 798 881 914 861 823 753

INNER 647 1,133 1,385 1,276 1,304 1,2081 ,200 _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

OUTER 744 841 855 838 865 741

*I
; 9
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COMPARISON BETWEEN AND WITHIN LEVELS

Between Levels

Examination of the data from the tests shows that there are differ-
ences in the average fire temperature between levels. However, for fires
in which 100/130-octane aviation gasoline is burned, there is not as
great a difference between levels 30 inches and higher above the fuel
surface as there is between levels below 30 inches (Fig. 5 and 6). For
the INNER area, the average fire temperature increases from about 800°F
at the 6-inch level to about 1,5000 F at the 30-inch level and remains
constant at that temperature between the 30- and 66-inch levels. For
the OUTER area, the average fire temperature is about 900°F at a height
of 6 inches above the fuel, increases to about 1,150°F at a height of
18 inches above the fuel, and then remains esentially constant from that
height up to the 66-inch level.

Fires with JP-4 aviation fuel show a somewhat different picture as
to the variation in the average fire temperature with heights above the
fuel surface (Fig. 7 and 8). For the INNER area, the average fire
temperature increases from about 1,000°F at the 6-inch level to about
1,650°F at the 30- to 40-inch level and then drops off slightly to about
1,500°F at the 66-inch level. For the OUTER area, the average fire
temperature is about 1,000°F at the 6-inch level, increases to between
1,150 and 1,250*F at the 30-inch level, and then decreases to about
1,1000F at the 66-inch level.

Within Levels

Examination of the data contained in Table 2 leads to the conclusion
that there is a variation in flame temperature at any one level in a
fire. For both 100/130-octane aviation gasoline and JP-4 aviation fuel
at a height of 6 inches above the fuel surface, the OUTER area has a
higher average fire temperature than the INNER area. At all other levels
above the fuel surface, the INNER area has a higher average fire temper-
ature than the OUTER area. Thus, it may be said that, in general, for
fuel fires of this size (approximately 12 by 24 feet) the fire is coolest

at the exterior of the flames and increases in temperature toward the
center of the flames.

COMPARISON BETWEEN AN OBJECT AND NO OBJECT IN THE FLAMES

Examination of the data contained in Table 2 (tests 4 and 5) reveals
very little difference between a fire with a closed-end cylinder, 18
inches in diameter by 108 inches long, engulfed by the flames, and one
without an object in the flames. In the test with the object in the
flames, the OUTER area had a higher average flame temperature at all
levels than those measured for the test with no object in the flames.
There was no significant difference in temperatures for the INNER area.

10
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In general, it appears that there was no greater difference in the
average fire temperatures for a fire with an object in it and one without
an object in it than for two different fires without any object in them.
Thus, it appears that there is insufficient data to conclusively show
whether or not an object engulfed by the flames from an aircraft-fuel
fire influences the temperature distribution within the fire.

VARIATIONS IN TEMPERATURE WITH TIME

The initial analysis to determine variations in temperature with time
was made to find if there was an induction period (a time during which
the fire was building up to the average temperature), a constant period
(a time during which the average temperature of the fire was essentially
constant), and a period of decline (a time during which the average
temperature of the fire was declining). However, it was not possible to
obtain a tmperature-time history for any level for either the INNER or
the OUTER area that fits this hypothesis. At the present time, all thatV can be said is that there is insufficient data to accurately depict the
temperature-time history of an area inside the flames of an aircraft-
fuel fire.

CONCLUSIONS

The conclusions drawn from analysis of these test data are as follows.

1. There is a difference, although not a statistically significant
one, in the average flame temperature of fires burning 100/130-octane
aviation gasoline and those burning JP-4 aviation fuel.

2. There is no difference in the average flame temperature of fires
burning different quantities of the same fuel in the quantity range
tested.

3. There is a difference, although not a statistically significant
one, in the average flame temperature between and within levels of an
aircraft-fuel fire.

4. There is no significant difference in the average flame temper-
ature between a large, open, aircraft-fuel fire with an object in the
flames and one without.

5. It has not yet been possible to determine a variation in the
average flame temperature of a fire between and within levels with
respect to time. However, analysis of the data is continuing.

13
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FUTURE WORK

It is planned to continue the analysis of the data to attempt to
obtain more statistically significant values for the mean fire temper-
ature as a function of height and, if possible, some picture of the
variation in fire temperature as a function of time. In addition, other
data, supplied to this command, will be analyzed to obtain additional
information about the temperature of an aircraft-fuel fire as a function
of position in the flames or time.

1
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Appendix

REDUCED DATA OBTAINED FROM THE CDC-1604 COMPUTER
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